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WATER MAIN

FIRE HYDRAMT GUARD

FIRE HYDRANT NOTES

USE HYDRANT GUARDS AT ALL FIRE HYDRANTS. (2 EACH HYDRANT)
. 3" PIPE TO BE FILLED WMITH COMCRETE AND PAINTED RED WITH REFLECTIVE
YELLOW STRIPS (PER SPECIFICATIONS)
. HYDRANT TO BE PAINTED YELLOW, FER SPECIFICATIONS.
. CONTRACTOR TO FURNISH OME FIRE HYDRAMT WRENCH 3" PIPE
FOR THE PROJECT.
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WATER HAIN

BLOWOFF CUARD

BLOWOFF NOTES

1. USE BLOWOFF GUARDS AT ALL BLOWOFFS. {2 EACH BLOWOFF)

2. 3 PIPE TO BE FILLED WTH COMC. AND PAINTED RED WITH
TELLOW STRIPS.

3. BLOWOFF NOQZZLE TO BE PAINTED YELLOW.

CHARLES COUNTY GOVERNMENT

STANDARD DETAIL il ol
DEPARTMENT OF PLAMNING &,GRO M ANAGEMENT FIRE HYDRANT GUARD
27 AND W
APPROVED: BLOWOFF GUARD Mt
5.06




